
ISO SOURCE

NOTES/KEY:
Diagram is for interconnection between PDA #3 to secondary side of CITB on the CIP.
Harness #3 connection ends on secondary side of CITB shall be stripped 
and connected to manufacturer specifications.

ISO SOURCE-35     - Isolation Module Connector pin 35
CITB	 	 	 	 	 	 	 	 	 	 	 	 	 	 	 	 	 	 	 	 	 	    - CMS Interface Terminal Block
NA       	 	 	                   - Not Assigned
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See Harness #2
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Harness #3 Wiring Diagram

CFP to CITB Pin Assignments


